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CODE COMPLIANCE HATCH LEGEND

ACCESSORY: STORAGE, MECH, EQUIP RM

BUSINESS

EDUCATIONAL: CLASSROOM AREA

FACP

KNOX

DF

1 HOUR SEPARATION

FIRE EXTINGUISHER CABINET

AREA 

EXITS REQUIREDNUMBER OF 
OCCUPANTS

OCCUPANT LOAD 
FACTOR (FROM 
TABLE 1004.1.1)

EXIT LIGHT, DIRECTIONAL ARROWS AS 
INDICATED, SHADED AREAS DENOTE 
FACES

CODE COMPLIANCE LEGEND 

EXIT OCCUPANT LOAD

BUILDING EXIT

REQ'D EGRESS WIDTH 

PROVIDED EGRESS WIDTH (INCHES)

DRINKING FOUNTAIN

FIRE ALARM CONTROL PANEL

EMERGENCY KNOX BOX

HC AUTOMATIC DOOR OPERATION
& ACTUATOR BUTTON 

ACCESSIBLE INGRESS / EGRESS

ROOM NAME

100

75' 150'

TRAVEL DISTANCE TO 
EXIT ACCESS

COMMON PATH OF EGRESS TRAVEL

COMMON PATH OF EGRESS TRAVEL 
DISTANCE TO POINT AT WHICH A CHOICE 
OF 2 EXITS ARE AVAILABLE

EGRESS PATH

POINT AT WHICH A CHOICE OF 
2 EXITS BECOMES AVAILABLE

TOTAL TRAVEL DISTANCE TO EXIT ACCESS

250'

GENERAL NOTES

1. SEE SITE PLAN FOR ADDITIONAL INFORMATION AND INFORMATION 
REGARDING PLANNING DEPARTMENT CRITERIA.

2. SEE CIVIL, STRUCTURAL, MECHANICAL, ELECTRICAL, AND PLUMBING 
DRAWINGS FOR ADDITIONAL INFORMATION REGARDING RESPECTIVE 
DISCIPLINE.

EGRESS TRAVEL LEGEND

ADA

OCC TYPE

0 SF SF/OCC

OCC EXITS

FEC

1
2

6
0

7
2
"

ROOM NUMBER

656.6 SF

OCC: 33

CLASSROOM

631.4 SF

OCC: 32

CLASSROOM

65.7 SF

OCC: 1

ELEC.

83.5 SF

OCC: 5

SECLUSION ROOM

125.2 SF

OCC: 1

OFFICE

73.3 SF

OCC: 1

STORAGE

1
2
.26
1

3
6
"

521.1 SF

OCC: 4

WORK AREA

168.1 SF

OCC: 2

OFFICE

94.5 SF

OCC: 1

EXAM OFFICE

90.2 SF

OCC: 1

EXAM OFFICE

107.7 SF

OCC: 1

STORAGE ROOM

253.6 SF

OCC: 2

MENTAL HEALTH

191.3 SF

OCC: 2

KITCHENETTE

101.8 SF

OCC: 1

LAB/STORAGE

326.1 SF

OCC: 3

WAITING

27.7 SF

OCC: 1

PTC

WC: 1

LAV: 1

WC: 1

LAV: 1

WC: 1

LAV: 1

6
30

36"

17'

30'

25'

55'

30'

34'

36'

37'

73'

48'

1
8
'

6
6
'

21'

69'

1
6
'

5
0
'

45'

79'

43'29'

72'

1
8

15

29'

72'

16'20'30'

18'

38'

15'

45'

23'

53'

43'47'

71'

24'

25'

68'

OCCUPANCY

E

NON-SPRINKLERED 

SYSTEM (FEET)

200

OSSC TABLE 1017.2 EXIT ACCESS TRAVEL DISTANCE

TYPES OF CONSTRUCTION

CHAPTER 6

INTERIOR FINISHES

CHAPTER 8

BUILDING JURISDICTION
CITY OF ST.HELENS, COLUMBIA COUNTY

GOVERNING CODES:
2022 OSSC OREGON STRUCTURAL SPECIALTY CODE

BASED ON 2021 INTERNATIONAL BUILDING CODE (IBC)
2022 OMSC OREGON MECHANICAL SPECIALTY CODE

BASED ON 2021 INTERNATIONAL MECHANICAL CODE (IMC)
2021 OPSC OREGON PLUMBING SPECIALTY CODE

BASED ON 2021 UNIFORM PLUMBING CODE (UPC)
2021 OESC OREGON ELECTRICAL SPECIALTY CODE

BASED ON 2020 NATIONAL ELECTRICAL CODE (NEC)
2022 OFC OREGON FIRE CODE
2017 ICC A117.1 ACCESSIBLE AND USABLE BUILDINGS AND FACILITIES
2016 NFPA 72 FIRE ALARMS

GROUPS: E EDUCATIONAL (OSSC SECTION 305.1)
B BUSINESS (OSSC SECTION 305.1)

USE AND OCCUPANCY CLASSIFICATION

CHAPTER 3

FIRE PROTECTION SYSTEMS

CHAPTER 9

OSSC TABLE 508.4 REQUIRED SEPARATION OF OCCUPANCIES (HOURS)

OCCUPANCY

E 0

A, E

OSSC TABLE 601 FIRE  RATING REQ. FOR BUILDING ELEMENTS (HOURS) 

V-B

0

0
0

0

0

0

TABLE 705.5

BUILDING ELEMENT

PRIMARY STRUCTURAL FRAME

BEARING WALLS
EXTERIOR
INTERIOR

NONBEARING WALLS AND PARTITIONS
EXTERIOR

NONBEARING WALLS AND PARTITIONS
INTERIOR

FLOOR CONST. AND ASSOCIATED
SECONDARY MEMBERS

ROOF CONST.  AND ASSOCIATED 
SECONDARY MEMBERS

OSSC TABLE 803.13 INTERIOR WALL AND CEILING FINISH REQUIREMENTS 

BY OCCUPANCY

BUILDING HEIGHT & AREA ANALYSIS

CHAPTER 5

GROUP TYPE OF CONST.

ALLOWABLE BUILDING HEIGHTS AND AREAS - NO SPRINKLER SYSTEM 

(TABLE 504.3, 504.4, 506.2)

ACTUAL 

E

V-B NS

1

9,500 SF

40'-0" +/-18'-10"

1

5,000 SF

HEIGHT

AREA PER STORY 

STORIES 

OSSC SECT 506.2 ALLOWABLE AREA DETERMINATION
NO AREA FACTOR INCREASES DETERMINED - NO CHANGES TO EXISTING 
BUILDING SQUARE FOOTAGE IS PROPOSED.

CONDITIONS ARE EXISTING - NO CHANGE TO BUILDING SQUARE FOOTAGE OR 
OVERALL HEIGHT.

TOTAL AREA OF EXISTING BUILIDNG: LEVEL 1 5,000 SF

SEPARATED USES PER 508.4 - NO SEPARATION REQUIRED

NON-SPRINKLERED BUILDING: 

OSSC 907 FIRE ALARM AND DETECTION SYSTEMS

907.2.3 GROUP A
A MANUAL FIRE SYSTEM THAT ACTIVATES THE OCCUPANT NOTIFICATION 
SIGNAL UTILIZING AN EMERGENCY VOICE/ALARM COMMUNICATION SYSTEM 
MEETING THE REQUIREMENTS OF SECTION 907.5.2.2 AND INSTALLED IN 
ACCORDANCE WITH SECTION 907.6 SHALL BE INSTALLED IN GROUP E 
OCCUPANCIES. WHERE AUTOMATIC SPRINKLER SYSTEMS OR SMOKE 
DETECTORS ARE INSTALLED, SUCH SYSTEMS OR DETECTORS SHALL BE 
CONNECTED TO THE BUILDING FIRE ALARM SYSTEM.

FIRE SPRINKLER NOT REQUIRED PER THIS SECTION.

FUNCTION OF SPACE OCCUPANT LOAD FACTOR

ACCESSORY STORAGE AREAS 300 GROSS

BUSINESS AREAS 150 GROSS

EDUCATION
CLASSROOM AREA 20 NET

OSSC TABLE 1004.5 MAXIMUM FLOOR AREA ALLOWANCES PER OCCUPANT

MEANS OF EGRESS

CHAPTER 10

OCCUPANCY

E

OSSC TABLE 1006.2.1 SPACES WITH ONE EXIT OR EXIT ACCESS DOORWAY

MAXIMUM OCCUPANT 

LOAD OF SPACE

49

MAXIMUM COMMON PATH OF 

EGRESS TRAVEL DISTANCE

75 FEET

BUILDING ENVELOPE CLIMATE ZONE 4C

2019 OEESC

CHAPTER 29

   B BUSINESS & STORAGE

   E EDUCATIONAL

TOTAL REQUIRED

TOTAL PROVIDED 

NOT APPLICABLE - NO ALTERATIONS TO (E) BUILDING ENVELOPE

BUILDING CODE SUMMARY

NON - SPRINKLERED

GROUP      INT EXIT STAIRWAYS AND

RAMPS AND EXIT 
STAIRWAYS & RAMPS

EXISTING BUILDINGS

CHAPTER 34

OSSC 3406.2 ALTERATION LEVEL 1

3406.2.1 - LEVEL 1 ALTERATIONS INCLUDE THE REMOVAL AND 
REPLACEMENT OR THE COVERING OF EXISTING MATERIALS, 
ELEMENTS, EQUIPMENT OR FIXTURES USING NEW MATERIALS, 
ELEMENTS, EQUIPMENT OR FIXTURES THAT SERVE THE SAME 
PURPOSE.

OSSC 3407.1.2 ALTERATION LEVEL 1 COMPLIANCE - IN ADDITION TO 
THE REQUIREMENTS OF THIS SECTION, ALL WORK SHALL COMPLY 
WITH THE REQUIREMENTS OF SECTION 3407 (LEVEL 1 ALTERATION). 

3407.2.1 INTERIOR FINISHES - SEE CHAPTER 8 COMPLIANCE

3407.2.2 INTERIOR FLOOR FINISH - SEE CHAPTER 8 COMPLIANCE

3408.2.3 INTERIOR TRIM - SEE CHAPTER 8 COMPLIANCE

OSSC 3408.1.4 COMPLIANCE - NEW CONSTRUCTION ELEMENTS, 
COMPONENTS, SYSTEMS AND SPACES SHALL COMPLY WITH THE 
REQUIREMENTS OF THIS CODE FOR NEW CONSTRUCTION.

OSSC 3408.2 BUILDING ELEMENTS & MATERIALS -

3408.2.4 INTERIOR FINISH - SEE CHAPTER 8 COMPLIANCE

MIN. NUMBER OF REQUIRED PLUMBING FIXTURES (OSSC TABLE 2902.1)

LEVEL 1 

OCCUPANCY DESCRIPTION     OCC.                  WATER CLOSETS                                   LAVATORIES    DRINK. FOUNTAINS

            BOYS     GIRLS   

18/2 = 9

74/2 = 37

92

1 PER 25 = .36

1 PER 50 = .74

1 PER 40 = .23

1 PER 50 = .74
1 PER FLOOR

1.1 + 1.1 = 3 .97 = 1

(E) 3 @ RR = 3*

1

1 PER 25 = .36

1 PER 50 = .74

EXISTING = 3*

*EXISTING FIXTURE COUNTS ABOVE INCLUDES FINAL COUNT AFTER RENOVATING (1) WATER CLOSETS & (1) LAVATORY AS PROPOSED.
**ADA COMPLIANT RESTROOM PROVIDED ON SITE

1

CORRIDORS AND 

ENCLOSURE FOR 
EXIT ACCESS         

ROOMS AND 

ENCLOSED 
SPACES          

E A B C PLUMBING SYSTEMS

*REDUCTION IN EXISTING OCCUPANCY IN PROPOSED SCOPE

WALL TYPE IDENTIFIER LEGEND
E#S2

END NUMBER REFERS TO SEQUENTIAL VARIATIONS OF 
THE SAME
BASIC TYPE

"R" REFERS TO RATED CONSTRUCTION
"S" REFERS TO STEEL STUD WALL
"W" REFERS TO WOOD STUD WALL

"#" REFERS TO THE WIDTH OF THE WALL STRUCTURE
FOR EXAMPLE "6" REFERS TO A 6" WIDE MEMBER

"E" REFERS TO EXTERIOR WALL

OTHER IDENTIFIERS

"M" PRECEEDED BY NUMBER REFERS TO MASONRY WALL, 
NUMBER REFERS TO MASONRY THICKNESS
"C"  REFERS TO CONCRETE WALL

Exterior Wall Tag

Interior Wall Tag

INTERIOR WALL TYPES

WALL

TYPES ASSEMBLY KEYNOTES DESCRIPTION

4W2

6W2

4W1

2W1

DIM. REFERENCE

DIM. REFERENCE

WOOD FRAMING061000.WFR

GYPSUM WALL BOARD TYPE 'X'092900.GWB

SOUND ATTENUATION GLASS WOOL BLANKET072100.SAB

GYPSUM WALL BOARD TYPE 'X'092900.GWB

WOOD FRAMING061000.WFR

GYPSUM WALL BOARD TYPE 'X'092900.GWB

SOUND ATTENUATION GLASS WOOL BLANKET072100.SAB

6W3

DIM. REFERENCE

WOOD FRAMING061000.WFR

GYPSUM WALL BOARD TYPE 'X'092900.GWB

ONE HOUR WALL ASSEMBLY

ONE HOUR WALL ASSEMBLY

(2 LAYERS)

GYPSUM WALL BOARD TYPE 'X'092900.GWB

6W4

DIM. REFERENCE

GYPSUM WALL BOARD TYPE 'X'092900.GWB

SOUND ATTENUATION GLASS WOOL BLANKET072100.SAB

GYPSUM WALL BOARD TYPE 'X'092900.GWB

6W1 BOTTOM 4' TO BE IMPACT-RESISTANT GWB ON 
BOTH SIDES

BOTTOM 4' TO BE IMPACT-RESISTANT GWB ON 
BOTH SIDES

UL U305

BOTTOM 4' TO BE IMPACT-RESISTANT GWB ON 
BOTH SIDES

5 1/2"

WOOD FRAMING061000.WFR (2 X 4)

SOUND ATTENUATION GLASS WOOL BLANKET072100.SAB

BOTTOM 4' TO BE IMPACT-RESISTANT GWB ON 
BOTH SIDES
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CODE COMPLIANCE FLOOR PLAN - LEVEL 1
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CODE COMPLIANCE FLOOR PLAN

ROOM # ROOM NAME FUNCTION OF SPACE AREA OLF OCCUPANCY

ACCESSORY: STORAGE, MECH, ELEC

105 STORAGE ROOM ACCESSORY: STORAGE, MECH, ELEC 107.7 SF 300 1

114 STORAGE ACCESSORY: STORAGE, MECH, ELEC 73.3 SF 300 1

116 PTC ACCESSORY: STORAGE, MECH, ELEC 27.7 SF 300 1

121 ELEC. ACCESSORY: STORAGE, MECH, ELEC 65.7 SF 300 1

BUSINESS

100 WORK AREA BUSINESS 521.1 SF 150 4

101 OFFICE BUSINESS 168.1 SF 150 2

103 EXAM OFFICE BUSINESS 94.5 SF 150 1

106 EXAM OFFICE BUSINESS 90.2 SF 150 1

108 LAB/STORAGE BUSINESS 101.8 SF 150 1

109 WAITING BUSINESS 326.1 SF 150 3

110 MENTAL HEALTH BUSINESS 253.6 SF 150 2

111 KITCHENETTE BUSINESS 191.3 SF 150 2

119 OFFICE BUSINESS 125.2 SF 150 1

EDUCATIONAL, CLASSROOM AREA

117 CLASSROOM EDUCATIONAL, CLASSROOM AREA 631.4 SF 20 32

118 SECLUSION ROOM EDUCATIONAL, CLASSROOM AREA 83.5 SF 20 5

120 CLASSROOM EDUCATIONAL, CLASSROOM AREA 656.6 SF 20 33

TOTAL 3517.7 SF 91

B5
116 PTC - INTERIOR IMAGE



UP DN

A. PROVIDE BACKING FOR ALL WALL-MOUNTED CASEWORK, FURNISHING, 
AND EQUIPMENT. VERIFY WEIGHTS AND LOCATIONS

B. COORDINATE ALL CASEWORK WITH MECHANICAL, PLUMBING, AND 
ELECTRICAL DRAWINGS

C. REFER TO SHEET AC0.10 FOR ACCESSIBILITY REQUIREMENTS
D. FOR FLOOR PLAN CODE ANALYSIS SEE SHEET AC1.10.
E. FOR FLOOR FINISH LAYOUT AND NOTES, SEE SHEET A7.10.
F. FOR LOCATIONS OF SAFETY GLAZING, SEE SHEET A7.00.
G. ALL (N) WALLS TO EXTEND UP TO UNDERSIDE OF ROOF DECK UNO. SEE 

DETAIL FOR TOP OF WALL CONDITION AT ALL NEW WALLS.
H. BOTTOM 4' OF ALL EXPOSED GWB TO BE IMPACT-RESISTANT.
I. PREP AND LEVEL ENTIRE SLAB WITH SELF LEVELING GYPSUM CEMENT 

UNDERLAYMENT PER SPEC SECTION 03 54 13 TO REMOVE ALL DIPS AND 
VALLEYS AND TO PROVIDE A UNIFORMLY FLAT SLAB SUBSTRATE FOR 
FLOOR FINISHES.

FLOOR PLAN GENERAL NOTES

/A1 A9.10

WORK AREA

100

RESTROOM

107

LAB/STORAGE

108

WAITING

109

MENTAL HEALTH

110

CLASSROOM

117

CLASSROOM

120

OFFICE

118

BREAKOUT

ROOM

117A
SECLUSION

ROOM

119

BREAKOUT

ROOM

120A

STORAGE

114

RESTROOM

112

RESTROOM

113

CORRIDOR

115

PTC

116

ELEC.

121

A7.20

C1

A7.21

B2

A7.21

A3

A7.20D5
A7.20 C4

D2

D3

D4

C3

D1

C5

A2

A1

A4

A5

B1B4

B3

B4C2

A7.20 A3B1

A5

A7.20A2

A1

26'-1 13/16" 5'-9 3/8"

2
4

'-1
1

 7
/1

6
"

6
'-0

 3
/8

"
5

'-1
1
 1

/8
"

1
0

'-2
 5

/8
"

3'-7 11/16" 4'-3 1/8" 11'-3 1/4" 6'-11 3/4" 5'-9 3/8" 1'-9 3/8"

6
'-9

 3
/4

"
6

'-9
 3

/4
"

2
2

'-8
 1

3
/1

6
"

1

1

1

1

119

12
0B

117

11
8B

112

111

6W2

4W2

4W1

6W2

6W2

6W3

6W2

2W12W1

6W1

6W2

6W4

6W4

6W1

6W1

6W1

6W1

KITCHENETTE

111

2

6W2

6W2

5'-11 13/16"

11
8A

3

3

CG2

4

F
E

C

SF-1 SF-2

SF-3

D3

A9.20

6W26W2

6W4

4W2

6W2

6W1

6W2

120A

115

5

5

6W3

6

EXAM OFFICE

106

STORAGE ROOM

105

EXAM OFFICE

103

WAITING

109

CORRIDOR

104

WAITING ROOM

102

OFFICE

101

FLOOR PLAN LEGEND

NOT IN SCOPE - PROTECT FINISHES 
ON "NOT IN SCOPE" SIDE
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FLOOR PLAN - LEVEL 1

FLOOR PLAN NOTES

# DESCRIPTION

1 ALIGN

2 EXTEND (E) WALL TO UNDERSIDE OF ROOF DECK. (N)WALL TO MATCH
THICKNESS OF (E)WALL.

3 HALF WALL TO BE 42" HIGH - SEE B5/A9.20.

4 PAINT COLUMN. COLOR TBD.

5 INFILL PREVIOUS WALLS WITH WALL TO MATCH THICKNESS OF EXISTING
WINDOWS - FINISH TO MATCH EXISTING WALL - COORDINATE WORK WITH
OWNER AND SCHOOL BASED HEALTH CENTER - COMPLETING THIS WORK ON
FRIDAYS IS PREFERRED - SEE A3/A9.20.

6 PATCH CONCRETE SLAB AND DOWEL INTO EXISTING SLAB AS NEEDED FOR
UTILITY WORK.
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3"

4
"

2
' -

 1
0
" 

 M
A

X

CABINET HARDWARE

ALL EXPOSED 
SURFACES AND EDGES 
TO BE FINISHED

BASE, MATCH CABINET
FACE FINISH

TO FACE OF RECEPTACLES

2' - 1"

123200.PL

123200.PL

061000.WFR

061000.WS
AS NEEDED

4
"

ALL EXPOSED 
SURFACES AND EDGES 
TO BE FINISHED

BASE, MATCH CABINET
FACE FINISH

123200.PL

123200.PL

061000.WFR

061000.WS
AS NEEDED

CABINET HARDWARE

ADJUSTABLE SHELVES

3"

PROVIDE BACKING 
IN WALL

SCRIBE BACK 
EDGE TO WALL

E
Q

E
Q

2
' -

 5
 1

/4
"

123200.PL

LOCKER. SEE 
SPECIFICATIONS

SEE RCP

ADJUSTABLE

4
"

ALL EXPOSED 
SURFACES AND EDGES 
TO BE FINISHED

BASE, MATCH CABINET
FACE FINISH

123200.PL

061000.WFR

061000.WS
AS NEEDED

CABINET HARDWARE

3"

RAILING

SEE INT. WALL TYPES

C
L

R
.

1
 1

/2
"

(E) ROOF

2X4 FLAT @ 8'-0" O.C.

FILL GAP WITH ROCK 
WOOL INSULATION
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1 1/2" = 1'-0" @ FULL SIZE
D1

TYP. BASE CABINET
1 1/2" = 1'-0" @ FULL SIZE

D2
TALL CABINET

KEYNOTES
061000.WFR WOOD FRAMING

061000.WS WOOD SHIM

123200.PL PLASTIC LAMINATE

1 1/2" = 1'-0" @ FULL SIZE
D4

TYP. UPPER CABINET
1 1/2" = 1'-0" @ FULL SIZE

D3
WARDROBE @ OFFICE

1 1/2" = 1'-0" @ FULL SIZE
A1

(N) WALL TO ROOF DECK


